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https://www.cdc.gov/vaccines/covid-19/hcp/mrna-vaccine-basics.html#:~:text=mRNA%20technology%20is%20new%2C%20but,interact%20with%20a%20person's%20DNA.
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RIDGE HILL ESTATE – TOWN OF NEEDHAM 

ESTATE HOUSE AND GARAGE DEMOLITION STUDY 

 

APPENDIX B 
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August 12, 2020 
 
 
 
 
Mr. Dave Mentzer 
Dore & Whittier Architects 
260 Merrimac Street 

Newburyport, MA  01950  
 
Reference: Hazardous Materials Determination Survey 
 Ridge Hill Demolition Study (Manor House and Garage), Needham, MA 
 
Dear Mr. Mentzer: 
 
Thank you for the opportunity for Universal Environmental Consultants (UEC) to provide professional 
services. 
 
Enclosed please find the report for hazardous materials determination survey at Ridge Hill Demolition 
Study (Manor House and Garage), Needham, MA. 
 
Phase I Site Assessment report will be submitted under a separate cover. 
 
Please do not hesitate to call should you have any questions. 
 
Very truly yours, 
 

Universal Environmental Consultants 

 
______________________________ 

Ammar M. Dieb 

President 
 
UEC:\220 392.00\Report.DOC 

 
Enclosure 
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1.0 INTRODUCTION: 
 
UEC has been providing comprehensive asbestos services since 2001 and has completed projects 
throughout New England.  We have completed projects for a variety of clients including commercial, 
industrial, municipal, and public and private schools.  We maintain appropriate asbestos licenses and 
staff with a minimum of thirty-two years of experience. 
 
UEC was contracted by Dore & Whittier Architects to conduct the following services for the Ridge Hill 
Demolition Study (Manor House and Garage), Needham, MA: 
 

• Inspection and Testing for Asbestos Containing Materials (ACM). 
• Inspection for Polychlorinated Biphenyls (PCB’s)-Electrical Equipment and Light Fixtures. 
• Inspection for PCB’s-Caulking. 
• Inspection for Lead Based Paint (LBP). 

 
A comprehensive survey including roofing and destructive testing per the Environmental Protection 
Agency (EPA) NESHAP regulation would be required prior to any renovation or demolition activities. 
 
The scope of work included the inspection of accessible ACM, collection of bulk samples from materials 
suspected to contain asbestos, determination of types of ACM found and cost estimates for 
remediation. Bulk samples analyses for asbestos were performed using the standard Polarized Light 
Microscopy (PLM) in accordance with EPA standard.  Bulk samples were collected by a Massachusetts 
licensed asbestos inspector Mr. Jason Becotte (AI-034963) and analyzed by a Massachusetts licensed 
laboratory Asbestos Identification Laboratory, Woburn, MA. 
 
Refer to samples results. 
 
 
2.0 FINDINGS: 
 
Asbestos Containing Materials (ACM): 
The regulations for asbestos inspection are based on representative sampling.  It would be impractical 
and costly to sample all materials in all areas.  Therefore, representative samples of each homogenous 
area were collected and analyzed or assumed. 
 
All suspect materials were grouped into homogenous areas.  By definition, a homogenous area is one in 
which the materials are evenly mixed and similar in appearance and texture throughout.  A 
homogeneous area shall be determined to contain asbestos based on findings that the results of at least 
one sample collected from that area shows that asbestos is present in an amount greater than 1 percent 
in accordance with EPA regulations. 
 
All suspect materials that contain any amount of asbestos must be considered asbestos if it is scheduled 
to be removed per the Department of Environmental Protection (DEP) regulations. 
 
Number of Samples Collected 
Manor House: 
Forty-eight (48) bulk samples were collected from the following materials suspected of containing 
asbestos: 
 
Type and Location of Material  
 
1. Grey paper under hardwood at first floor function room 
2. Grey paper under hardwood at first floor kitchen 
3. Grey paper under hardwood at second floor presentation room 
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4. Grey paper under hardwood at second floor servant room 
5. Green paper behind stucco at exterior 
6. Green paper behind stucco at exterior 
7. Stucco at exterior 
8. Stucco at exterior 
9. Square linoleum at second floor bathroom 1 
10. Square linoleum at second floor bathroom 1 
11. Yellow glue on square linoleum at second floor bathroom 1 
12. Yellow glue on square linoleum at second floor bathroom 1 
13. Rectangle linoleum at second floor bathroom 2 
14. Rectangle linoleum at second floor bathroom 2 
15. Yellow glue on rectangle linoleum at second floor bathroom 2 
16. Yellow glue on rectangle linoleum at second floor bathroom 2 
17. Beige linoleum at kitchen 
18. Beige linoleum at kitchen 
19. Yellow glue on beige linoleum at kitchen 
20. Yellow glue on beige linoleum at kitchen 
21. Tan 12” x 12” vinyl floor tile at first floor bathroom 1 
22. Tan 12” x 12” vinyl floor tile at first floor bathroom 1 
23. Black mastic on tan 12” x 12” vinyl floor tile at first floor bathroom 1 
24. Black mastic on tan 12” x 12” vinyl floor tile at first floor bathroom 1 
25. Blue 12” x 12” vinyl floor tile at first floor bathroom 2 
26. Blue 12” x 12” vinyl floor tile at first floor bathroom 2 
27. Yellow glue on blue 12” x 12” vinyl floor tile at first floor bathroom 2 
28. Yellow glue on blue 12” x 12” vinyl floor tile at first floor bathroom 2 
29. Pink sink coating at kitchen 
30. Pink sink coating at kitchen 
31. Black sink coating at kitchen 
32. Black sink coating at kitchen 
33. ACM paper at second floor fuse box 
34. ACM paper at first floor function bench 
35. Wiring at small telephone 
36. Wiring at large outer covering 
37. Wiring at large soft conduit 
38. Plaster at attic 
39. Plaster at attic 
40. Plaster at second floor 
41. Plaster at second floor 
42. Plaster at first floor 
43. Plaster at first floor 
44. Plaster at first floor 
45. Plaster at basement 
46. Plaster at basement 
47. Exterior window glass glazing putty 
48. Exterior window glass glazing putty 
  
Samples Results 
Type and Location of Material Sample Result 
 
1. Grey paper under hardwood at first floor function room No Asbestos Detected  
2. Grey paper under hardwood at first floor kitchen No Asbestos Detected 
3. Grey paper under hardwood at second floor presentation room No Asbestos Detected 
4. Grey paper under hardwood at second floor servant room No Asbestos Detected 
5. Green paper behind stucco at exterior No Asbestos Detected 
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6. Green paper behind stucco at exterior No Asbestos Detected  
7. Stucco at exterior No Asbestos Detected  
8. Stucco at exterior No Asbestos Detected 
9. Square linoleum at second floor bathroom 1 No Asbestos Detected 
10. Square linoleum at second floor bathroom 1 No Asbestos Detected 
11. Yellow glue on square linoleum at second floor bathroom 1 No Asbestos Detected 
12. Yellow glue on square linoleum at second floor bathroom 1 No Asbestos Detected 
13. Rectangle linoleum at second floor bathroom 2 No Asbestos Detected 
14. Rectangle linoleum at second floor bathroom 2 No Asbestos Detected 
15. Yellow glue on rectangle linoleum at second floor bathroom 2 No Asbestos Detected 
16. Yellow glue on rectangle linoleum at second floor bathroom 2 No Asbestos Detected 
17. Beige linoleum at kitchen No Asbestos Detected 
18. Beige linoleum at kitchen No Asbestos Detected 
19. Yellow glue on beige linoleum at kitchen No Asbestos Detected 
20. Yellow glue on beige linoleum at kitchen No Asbestos Detected 
21. Tan 12” x 12” vinyl floor tile at first floor bathroom 1 No Asbestos Detected 
22. Tan 12” x 12” vinyl floor tile at first floor bathroom 1 No Asbestos Detected 
23. Black mastic on tan 12” x 12” vinyl floor tile at first floor bathroom 1 No Asbestos Detected 
24. Black mastic on tan 12” x 12” vinyl floor tile at first floor bathroom 1 No Asbestos Detected 
25. Blue 12” x 12” vinyl floor tile at first floor bathroom 2 No Asbestos Detected 
26. Blue 12” x 12” vinyl floor tile at first floor bathroom 2 No Asbestos Detected 
27. Yellow glue on blue 12” x 12” vinyl floor tile at first floor bathroom 2 No Asbestos Detected 
28. Yellow glue on blue 12” x 12” vinyl floor tile at first floor bathroom 2 No Asbestos Detected 
29. Pink sink coating at kitchen 5% Asbestos 
30. Pink sink coating at kitchen 5% Asbestos 
31. Black sink coating at kitchen 10% Asbestos 
32. Black sink coating at kitchen 10% Asbestos 
33. ACM paper at second floor fuse box 50% Asbestos 
34. ACM paper at first floor function bench 60% Asbestos 
35. Wiring at small telephone No Asbestos Detected 
36. Wiring at large outer covering No Asbestos Detected 
37. Wiring at large soft conduit No Asbestos Detected 
38. Plaster at attic No Asbestos Detected 
39. Plaster at attic No Asbestos Detected 
40. Plaster at second floor No Asbestos Detected 
41. Plaster at second floor No Asbestos Detected 
42. Plaster at first floor No Asbestos Detected 
43. Plaster at first floor No Asbestos Detected 
44. Plaster at first floor No Asbestos Detected 
45. Plaster at basement No Asbestos Detected 
46. Plaster at basement No Asbestos Detected 
47. Exterior window glass glazing putty No Asbestos Detected 
48. Exterior window glass glazing putty No Asbestos Detected 
 
Number of Samples Collected 
Garage: 
Eleven (11) bulk samples were collected from the following materials suspected of containing asbestos: 
 
Type and Location of Material  
 
1. Ceiling plaster at bathroom 
2. Ceiling plaster at bathroom 
3. Ceiling plaster at garage bay 
4. Ceiling plaster at garage bay 
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5. Ceiling plaster at garage bay 
6. Cement coating at exterior wall 
7. Cement coating at exterior wall 
8. Black damproofing on terra cotta block at exterior wall 
9. Black damproofing on terra cotta block at exterior wall 
10. Exterior window glass glazing putty 
11. Exterior window glass glazing putty 
 
Samples Results 
Type and Location of Material Sample Result 
 
1. Ceiling plaster at bathroom No Asbestos Detected 
2. Ceiling plaster at bathroom No Asbestos Detected 
3. Ceiling plaster at garage bay No Asbestos Detected 
4. Ceiling plaster at garage bay No Asbestos Detected 
5. Ceiling plaster at garage bay No Asbestos Detected 
6. Cement coating at exterior wall No Asbestos Detected 
7. Cement coating at exterior wall No Asbestos Detected 
8. Black damproofing on terra cotta block at exterior wall No Asbestos Detected 
9. Black damproofing on terra cotta block at exterior wall No Asbestos Detected 
10. Exterior window glass glazing putty No Asbestos Detected  
11. Exterior window glass glazing putty No Asbestos Detected 
  
Observations and Conclusions: 
The condition of ACM is very important.  ACM in good condition does not present a health issue unless it 
is disturbed.  Therefore, it is not necessary to remediate ACM in good condition unless it will be 
disturbed through renovation, demolition, or other activity. 
 
1. Pink sink coating was found to contain asbestos. 
2. Black sink coating was found to contain asbestos. 
3. Paper at fuse box was found to contain asbestos. 
4. Paper at first floor function bench was found to contain asbestos. 
5. Hidden pipe insulation was assumed to contain asbestos. 
6. Hidden electrical wiring was assumed to contain asbestos. 
7. Slate roofing and mastic material were assumed to contain asbestos.  Roofing material does not 

have to be removed by a licensed asbestos contractor.  However, the Demolition/Roofing 
Contractor must comply with OSHA regulation during demolition and with state regulations for 
proper disposal.  A non-traditional abatement plan would have to be prepared and submitted to the 
DEP for approval 

8. Damproofing on foundation walls was assumed to contain asbestos. The demolition contractor will 
have to segregate the ACM from non-ACM building surfaces for proper disposal.  A non-traditional 
abatement plan would have to be prepared and submitted to the DEP for approval. 

9. Underground sewer pipes were assumed to contain asbestos. 
10. All other suspect materials were found not to contain asbestos. Hidden ACM may be found during 

demolition activities. 
 
Polychlorinated Biphenyls (PCB’s)-Electrical Equipment and Light Fixtures: 
Observations and Conclusions 
Visual inspection of various equipments such as light fixtures, thermostats, exit signs and switches was 
performed for the presence of PCB’s and mercury.  Ballasts in light fixtures were assumed not to contain 
PCB’s since there were labels indicating that “No PCB’s” was found.  Tubes in light fixtures, thermostats, 
signs, and switches were assumed to contain mercury.  It would be very costly to test those equipments 
and dismantling would be required to access.  Therefore, the above mentioned equipments should be 
disposed in an EPA approved landfill as part of the demolition project. 
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PCB’s in Caulking: 
Observations and Conclusions 
Caulking was assumed to contain PCB’s. 
 
Lead Based Paint (LBP): 
Observations and Conclusions 
LBP was assumed to exit on painted surfaces.  All LBP activities performed, including waste disposal, 
should be in accordance with applicable Federal, State, or local laws, ordinances, codes, or regulations 
governing evaluation and hazard reduction. In the event of discrepancies, the most protective 
requirements prevail. These requirements can be found in OSHA 29 CFR 1926-Construction Industry 
Standards, 29 CFR 1926.62-Construction Industry Lead Standards, 29 CFR 1910.1200-Hazards 
Communication, 40 CFR 261-EPA Regulations.  According to OSHA, any amount of LBP triggers 
compliance. 
 
 
3.0 COST ESTIMATES: 
 
The cost includes removal and disposal of all accessible ACM, other hazardous materials and an 
allowance for removal and disposal of inaccessible or hidden ACM that may be found during the 
demolition.  
 

Location Material Approximate Quantity Cost Estimate ($) 

 

Manor House: 

 Sink Damproofing 2 Total 500.00 

 Paper in Fuse Box 12 SF 600.00 

 Paper in Function Bench 110 SF 3,500.00 

 Hidden Pipe and Hard Joint Insulation 300 LF 9,000.00 

 Miscellaneous Hazardous Materials  Unknown 5,000.00 

 Electrical Wire Unknown 5,000.00 

 Roofing Materials 2,500 SF 15,000.00 

 

Exterior Windows (PCB’s Disposal) 30 Total 5,000.00 

 Damproofing on Walls 100 Tons 17,000.00 

 

Garage: 

 Roofing Materials 1,700 SF 8,500.00 

 

Site: 

 Transite Sewer Pipe Unknown 15,000.00 

 

Estimated costs for NESHAP Inspection and Testing Services 6,500.00 

Estimated costs for Design, Construction Monitoring and Air Sampling Services 17,900.00 

 

 Total: 108,500.00 

 
 
4.0 DESCRIPTION OF SURVEY METHODS AND LABORATORY ANALYSES: 
 
Asbestos samples were collected using a method that prevents fiber release.  Homogeneous sample 
areas were determined by criteria outlined in EPA document 560/5-85-030a.  Bulk material samples 
were analyzed using PLM and dispersion staining techniques with EPA method 600/M4-82-020. 
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5.0 LIMITATIONS AND CONDITIONS: 
 
This report has been completed based on visual and physical observations made and information 
available at the time of the site visits, as well as an interview with the Owner’s representatives.  This 
report is intended to be used as a summary of available information on existing conditions with 
conclusions based on a reasonable and knowledgeable review of evidence found in accordance with 
normally accepted industry standards, state and federal protocols, and within the scope and budget 
established by the client.  Any additional data obtained by further review must be reviewed by UEC and 
the conclusions presented herein may be modified accordingly. 
 
This report and attachments, prepared for the exclusive use of Owner for use in an environmental 
evaluation of the subject site, are an integral part of the inspections and opinions should not be 
formulated without reading the report in its entirety.  No part of this report may be altered, used, 
copied, or relied upon without prior written permission from UEC, except that this report may be 
conveyed in its entirety to parties associated with Owner for this subject study. 
 
 
 
 
 
 
 
Inspected By: 
 
 
 
_________________________________ 
Jason Becotte 
Asbestos Inspector (AI-034963) 
 



Batch: 55061

165 New Boston St., Ste 227
Woburn, MA 01801

781-932-9600
Web: www.asbestosidentificationlab.com

Email: mikemanning@asbestosidentificationlab.com

Asbestos Identification Laboratory

Dear Ammar Dieb,

Thank you Ammar Dieb for your business.

Michael Manning
Owner/Director

Asbestos Identification Laboratory has completed the analysis of the samples from your office for the above referenced project.
The information and analysis contained in this report have been generated using the EPA /600/R-93/116 Method for the
Determination of Asbestos in Bulk Building Materials. Materials or products that contain more than 1% of any kind or
combination of asbestos are considered an asbestos containing building material as determined by the EPA. This Polarized
Light Microscope (PLM) technique may be performed either by visual estimation or point counting. Point counting provides a
determination of the area percentage of asbestos in a sample. If the asbestos is estimated to be less than 10% by visual
estimation of friable material, the determination may be repeated using the point counting technique. The results of the point
counting supersede visual PLM results.  Results in this report only relate to the items tested.  This report may not be used by
the customer to claim product endorsement by NVLAP or any other U.S. Government Agency.

August 11, 2020

Ammar Dieb
Universal Environmental Consultants
12 Brewster Road
Framingham, MA 01702

Project Name: Ridge Hill Reservation House, Needham,
MA

Project Number:

Date Sampled: 2020-08-07

Work Received: 2020-08-07

Work Analyzed: 2020-08-10

Analysis Method: BULK PLM ANALYSIS EPA/600/R-93/116

    •  NVLAP Lab Code: 200919-0
    •  Massachusetts Certification License: AA000208
    •  State of Connecticut, Department of Public Health Approved Environmental Laboratory Registration Number: PH-0142
    •  State of Maine, Department of Environmental Protection Asbestos Analytical Laboratory License Number: LB-0078(Bulk) LA-0087(Air)
    •  State of Rhode Island and Providence Plantations. Department of Health Certification: AAL-121
    •  State of Vermont, Department of Health Environmental Health License AL934461

Laboratory results represent the analysis of samples as submitted by the customer. Information regarding sample location,
description, area, volume, etc., was provided by the customer. Asbestos Identification Laboratory is not responsible for sample
collection activities or analytical method limitations. Unless notified in writing to return samples, Asbestos Identification
Laboratory discards customer samples after 30 days. Samples containing subsamples or layers will be analyzed separately
when applicable. Reports are kept at Asbestos Identification Laboratory for three years. This report shall not be reproduced,
except in full, without the written consent of Asbestos Identification Laboratory.



August 11, 2020

Ammar Dieb
Universal Environmental Consultants
12 Brewster Road
Framingham, MA 01702

Project Name: Ridge Hill Reservation House, Needham,
MA

Project Number:

Date Sampled: 2020-08-07

Work Received: 2020-08-07

Work Analyzed: 2020-08-10

Analysis Method: BULK PLM ANALYSIS EPA/600/R-93/116

Asbestos %Material Color Non-Asbestos %LocationFieldID

LabID
gray Cellulose     90

Non-Fibrous   10
612944

1 1st FL Fuction RoomGray Paper Under
Hardwood

None Detected

gray Cellulose     95
Non-Fibrous    5

612945

2 1st FL KitchenGray Paper Under
Hardwood

None Detected

gray Cellulose     95
Non-Fibrous    5

612946

3 2nd FL Presetation RoomGray Paper Under
Hardwood

None Detected

green Cellulose     98
Non-Fibrous    2

612947

4 2nd FL Servart RoomGray Paper Under
Hardwood

None Detected

green Cellulose     95
Non-Fibrous    5

612948

5 ExteriorGreen Paper Behind
Stucco

None Detected

green Cellulose     95
Non-Fibrous    5

612949

6 ExteriorGreen Paper Behind
Stucco

None Detected

gray Non-Fibrous  100

612950

7 ExteriorStucco None Detected

gray Non-Fibrous  100

612951

8 ExteriorStucco None Detected

multi Cellulose     40
Non-Fibrous   60

612952

9 2nd FL Bathroom 1Square Linoleum None Detected

multi Cellulose     40
Non-Fibrous   60

612953

10 2nd FL Bathroom 1Square Linoleum None Detected

yellow Non-Fibrous  100

612954

11 2nd FL Bathroom 1Yellow Glue None Detected

yellow Non-Fibrous  100

612955

12 2nd FL Bathroom 1Yellow Glue None Detected

multi Cellulose     30
Non-Fibrous   70

612956

13 2nd FL Bathroom 2Rectangle Linoleum None Detected

multi Cellulose     35
Non-Fibrous   65

612957

14 2nd FL Bathroom 2Rectangle Linoleum None Detected
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Asbestos %Material Color Non-Asbestos %LocationFieldID

LabID
yellow Non-Fibrous  100

612958

15 2nd FL Bathroom 2Yellow Glue None Detected

yellow Non-Fibrous  100

612959

16 2nd FL Bathroom 2Yellow Glue None Detected

multi Cellulose     30
Non-Fibrous   70

612960

17 KitchenBeige Linoleum None Detected

multi Cellulose     35
Non-Fibrous   65

612961

18 KitchenBeige Linoleum None Detected

yellow Non-Fibrous  100

612962

19 KitchenYellow Glue None Detected

yellow Non-Fibrous  100

612963

20 KitchenYellow Glue None Detected

tan Non-Fibrous  100

612964

21 1st FL Bathroom 1Tan 12x12 VFT None Detected

tan Non-Fibrous  100

612965

22 1st FL Bathroom 1Tan 12x12 VFT None Detected

black Cellulose      5
Non-Fibrous   95

612966

23 1st FL Bathroom 1Black Mastic None Detected

black Non-Fibrous  100

612967

24 1st FL Bathroom 1Black Mastic None Detected

multi Non-Fibrous  100

612968

25 1st FL Bathroom 2Blue 12x12 VFT None Detected

multi Non-Fibrous  100

612969

26 1st FL Bathroom 2Blue 12x12 VFT None Detected

yellow Non-Fibrous  100

612970

27 1st FL Bathroom 2Yellow Glue None Detected

yellow Non-Fibrous  100

612971

28 1st FL Bathroom 2Yellow Glue None Detected

Detected
Chrysotile     5

purple Non-Fibrous   95

612972

29 KitchenPink SInk Coating

Detected
Chrysotile     5

purple Non-Fibrous   95

612973

30 KitchenPink SInk Coating

Detected
Chrysotile    10

black Non-Fibrous   90

612974

31 KitchenBlack Sink Coating

Detected
Chrysotile    10

black Non-Fibrous   90

612975

32 KitchenBlack Sink Coating
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Asbestos %Material Color Non-Asbestos %LocationFieldID

LabID
Detected
Chrysotile    50

gray Cellulose     40
Non-Fibrous   10

612976

33 2nd FL Fuse BoxACM Paper

Detected
Chrysotile    60

gray Non-Fibrous   40

612977

34 1st FL Fuction BenchACM Paper

multi Cellulose     70
Non-Fibrous   30

612978

35 Small TelephoneWiring None Detected

multi Cellulose     75
Non-Fibrous   25

612979

36 Large Outer CoveringWiring None Detected

multi Cellulose     70
Non-Fibrous   30

612980

37 Large Soft ConduitWiring None Detected

gray Hair           5
Non-Fibrous   95

612981

38 AtticPlaster None Detected

gray Hair           5
Non-Fibrous   95

612982

39 AtticPlaster None Detected

multi Hair           5
Non-Fibrous   95

612983

40 2nd FloorPlaster None Detected

multi Non-Fibrous  100

612984

41 2nd FloorPlaster None Detected

multi Non-Fibrous  100

612985

42 1st FloorPlaster None Detected

white Non-Fibrous  100

612986

43 1st FloorPlaster None Detected

white Non-Fibrous  100

612987

44 1st FloorPlaster None Detected

multi Hair          10
Non-Fibrous   90

612988

45 BasementPlaster None Detected

multi Hair           2
Non-Fibrous   98

612989

46 BasementPlaster None Detected

gray Non-Fibrous  100

612990

47 ExteriorWindow Glass Glaze Putty None Detected

gray Non-Fibrous  100

612991

48 ExteriorWindow Glass Glaze Putty None Detected

Analyzed by: 55061Batch:
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http://www.web.edrnet.com/ordering/switchboard/redirect.aspx?s=GRR_MA_DEP&facid=3-0020962


http://www.web.edrnet.com/ordering/switchboard/redirect.aspx?s=GRR_MA_DEP&facid=3-0017807




http://www.web.edrnet.com/ordering/switchboard/redirect.aspx?s=GRR_MA_DEP&facid=3-0013631
















http://www.edrnet.com/srf2/FinalSiteReport.aspx?ID=6kmw6anCkiRgmklKwRwk3bN9aDD7nwvMCOMhAZ9uiWPbReHrgfcD5NF7k8ovli.wKawq3WQSR7wow4YOkBvO5nDsbLm0N74v9mKE6Yn5DxdKDOnK7goA8QW7wan7vEffMJTk3p55OKptMAhmhpCQ71NWZ9tz9o.AuK696QufkElBmQTUwugH3Y8Uaa9XnYNDC3OO9QnbiAhcRB0wgAv930ftkTknl5mIKjnOBHm.Ry.jwgPfkpDR5Ppfbt.RN0dc98A841M9DyzLDC0K7eG.5wlHw3HZvVFIMSQs3ixOO7.XM4DIhXkZ6JlskmN7mRUpw91Y4vNDafAUn0WhCKHf3oobiSRWRW18gjfw9auzk3gMlXZJKpSz400XRmXwwJWvkVsw9NpybSbdN.Bz9Wea8GTODh3sD98c7fjX3Kvxw7VBv1GyMn.93dMvO4iHM93ZhWsy5ng6ZExb9QbcuHZ12MSwWMeVPNUGbK1e6FpxeenhHpI7rH11vH14fhxkcK18DyT96CLekANXmALfwXyC4v8Ea1eSnxXUChGy3suJi4bRRgwWgXKvV.06k.09lwGgK7eT4zoERLnQw7WvkcRE5qAgbyP4NgkV9NsQ9H9SDWQQDooA7jdl38Zywm3XvToBMODv5AiQOHOCMYpwhrSJ7spTZekR9HkfuWBEAlb4WldzPer7bbbn5RAJeJUsHHCurj435HNbfRmjcE93D4hg3
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http://www.gprsinc.com/
http://www.gprsinc.com/












Phil
Oval

Phil
Line

Phil
Line

Phil
Rectangle

Phil
Line

Phil
Line

cragn
Polygon

cragn
Text Box
GARAGE

cragn
Rectangle

cragn
Text Box
Fuel Pump

cragn
Oval

cragn
Polygon

cragn
PolyLine

cragn
PolyLine

cragn
PolyLine

cragn
PolyLine

cragn
PolyLine

cragn
Callout
Vent Pipe

jvaughan
Oval

cragn
Text Box
S-1

jvaughan
Oval

cragn
Text Box
S-2

cragn
Text Box
S-3

jvaughan
Oval

jvaughan
Oval

cragn
Text Box
S-4

jvaughan
Oval

cragn
Text Box
S-5

cragn
Text Box
S-6

jvaughan
Oval

cragn
Callout
Steel Underground Storage Tank (9'L x 2.5' Dia)

cragn
Callout
2" Steel Piping(s)

cragn
Callout
End Unknown

cragn
Callout
Cut

cragn
Text Box
Legend

cragn
Text Box
S-5

jvaughan
Oval

cragn
Text Box
Sample ID

















































http://www.needhamma.gov/
http://www.needhamma.gov/












http://www.needhamma.gov/Archive.aspx?AMID=99&Type=&ADID=







	Agenda January 12, 2021
	Certificate of Appreciation- Trader Joe's Needham
	Public Hearing:  Change of Control of RCN TELECOM SERVICES OF MA, LLC
	COVID-19 Update
	Ridge Hill Demolition Presentation
	Town Manager- Open Annual Town Meeting Warrant
	Town Manager- Town Manager's Report
	Board Discussion- Committee Reports- Needham Unite Against Racism 
	Board Discussion- Committee Reports
	Tree City USA recertification
	Mileage Reimbursement
	Water and Sewer Abatement Order #1302
	Minutes of 12/22/2020
	Minutes of Joint meeting 11/18/2020

